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Abstract 
The microgrid paradigm has gained much interest in the electricity industry due to the increased 
penetration of distributed resources. A grid-tied microgrid can be viewed as a single generating entity 
or a load depending on its power export and import at the grid supply point. Similar to conventional 
generators, grid-tied microgrids have the potential to be able to participate in the energy market in the 
future to achieve technical, financial and environmental benefits. Effective participation in the energy 
markets requires numerous planning tools and a comprehensive understanding of the full capability of 
the microgrid. This paper presents a systematic approach for developing a capability diagram for a 
grid-tied microgrid which represents the active and reactive power exchange capability of the 
microgrid with the main grid. Capability diagrams have been developed for two different microgrids 
and the impacts of different modelling aspects and network conditions have been analysed using 
several case studies. Effects of plug-in hybrid electric vehicles, capacitor banks, and other storage 
devices on microgrid capability diagram have also been addressed in this paper. Furthermore, 
operating points of the capability diagram have been verified using time domain simulations. 
 
Keywords: Capability diagram, distributed generation, distribution system, grid-tied microgrid, 
optimisation 
1. Introduction 
Increasing penetration of localised energy generation (PV systems, wind generators, 
microturbines etc.), and storage devices (batteries, flywheels etc.) at distribution level has paved the 
way for the microgrid paradigm to become a reality.  Integration of multiple microgrids into the utility 
grid will allow microgrids to provide ancillary services to the utility during normal operation and to 
provide emergency services to adjacent microgrids during a main grid outage. Besides technical and 
financial benefits, due to being an enabler of renewable and high efficiency distributed generation 
resources, operation of microgrids can also provide environmental benefits by reducing the overall 
carbon footprint and creating zero-net-energy communities [1]. Grid-tied microgrids can behave as 
single generating units or as loads in a technically and economically feasible way. 
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Similar to the large generators in traditional power systems, microgrids could participate in wholesale 
markets to supply energy and other ancillary services to the network in the future [2]. 
Few research activities have been carried out on developing microgrid central control systems 
for a multi-microgrid environment. In [3], optimal resource allocation within the microgrid is carried 
out by a microgrid central controller (MCC) and it has been assumed that there is no limit to the 
power exchanged with the main grid. Participation of microgrids in the open market has been 
considered in [4] which enable microgrids to trade power with the main grid. However, in [3] and [4], 
the distribution network service provider (DNSP) or the distribution management system is unable to 
obtain the overall active and reactive power capabilities of the microgrid within the technical 
constraints for the considered time interval. Most of the research in this area has been focused on 
optimising the power availability and minimising operation costs within the distribution network 
while minimising power flow through the grid supply point (GSP) [5–8]. Allowing grid-tied 
microgrids to participate in energy and ancillary service markets while fulfilling the local energy 
demand will provide opportunity for additional revenue for the microgrids, however, considerable 
planning and understanding of the technical capabilities of the microgrid as an energy resource is 
required. In order to enable this operation and to make decisions in the market, MCCs and DNSPs 
must not only find the optimum operating conditions, but they must also be aware of the full 
capability of the microgrid at the GSP. 
Capability diagrams are considered essential system planning tools and are widely used in 
power system operation.  The concept of the capability diagram is traditionally related to synchronous 
machines, and represents the area of permissible operation in terms of active and reactive power 
available at the machine terminal [9, 10]. Recent research has been carried out on developing 
capability diagrams for wind turbine based doubly-fed-induction-generator (DFIG) [11, 12], grid 
connected PV units [13], generator-transformer units [14], and for HVDC links [15]. A graphical 
method to determine the network limits of a wind farm is presented in [16]. For a multiple node 
system, the capability diagram is obtained by reducing the network into a two-node system and using 
Thevenin’s equivalent for the system at the particular node of interest. However, practicability of this 
method reduces with the increasing size of the network. 
The total load supplying capability of a power system is modelled and represented as a 
capability diagram in [17] using an optimisation approach subjected to technical and operating 
constraints. In [18], reactive power support from networks comprising only voltage controlling wind 
generators has been analysed, where a P-Q capability diagram has been derived without taking the 
local loads into account. Deriving a diagram for the maximum power transfer capability of a grid-tied 
microgrid is much different from individual distributed generators (DGs) or wind farms due to the 
complexity of the microgrid, caused by the network configuration, network constraints and the 
combination of different DGs and loads. 
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This paper introduces a new approach of developing an active and reactive power capability 
diagram corresponding to the GSP of a microgrid, while considering microgrid generation 
capabilities, local load demand and network constraints. Various features such as different load 
modelling aspects, individual machine limitations, and effects of plug-in hybrid electric vehicles 
(PHEVs) and reactive power devices are considered in developing the capability diagram. Capability 
diagrams are derived based on an optimisation model in MATLAB for two different microgrid 
models, which are validated using DIgSILENT PowerFactory. This graphical representation of the 
active and reactive power capability at the GSP can be utilised as a new tool for grid-tied microgrids 
in market operation. This tool is required to assist in understanding the full capability of a microgrid, 
to allow optimum use of distributed energy resource (DERs), and to provide coordinated support to 
the network through ancillary services as required. 
Structure of the paper is as follows; Section 2 presents the optimisation model and 
development of a simplified capability diagram for an example microgrid.  Derivation of a more 
detailed and realistic capability diagram with various case studies are presented in Section 3. Impacts 
of the operation of PHEVs, storage devices, and capacitor banks on microgrid capability are presented 
in Section 4. Discussion and conclusions are given in Section 5 and Section 6 respectively. 
 
2. Development of Microgrid Capability Diagram 
2.1. Non-linear optimisation model 
In this section, the development of a capability diagram is demonstrated for a grid-tied microgrid.  
The capability diagram is derived using the optimisation technique. Objective function for the 
optimisation model is developed so as to maximise the active power flow through the GSP while 
minimising the active power losses in the microgrid.  
Objective function; 
𝑀𝑀𝑀 (𝑃𝐺𝐺𝐺 − ∑𝑃𝑙𝑙𝑙𝑙)                                                      (1) 
where  𝑃𝐺𝐺𝐺 is the active power through the grid supply point and ∑𝑃𝑙𝑙𝑙𝑙 is the total active power loss 
in the microgrid. 
The objective function is subjected to the general load flow equalities expressed in (2) and (3). 
𝑃𝑔𝑔 − 𝑃𝑙𝑔 − 𝑃𝑔(𝑉, 𝛿) = 0                                                      (2) 
𝑄𝑔𝑔 − 𝑄𝑙𝑔 − 𝑄𝑔(𝑉, 𝛿) = 0                                                      (3) 
where 𝑃𝑔𝑔,𝑄𝑔𝑔 are the active and reactive power outputs from the generator at node i, 𝑃𝑙𝑔, 𝑄𝑙𝑔 are the 
active and reactive power demands of the load at node i, and  𝑃𝑔,𝑄𝑔 are the active and reactive power 
flow through node i. 
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𝑃𝑔(𝑉, 𝛿) = 𝑉𝑔 ∑𝑉𝑘 𝑌𝑔𝑘 cos(𝛿𝑔 − 𝛿𝑘 − ∅𝑔𝑘)                                                      (4) 
𝑄𝑔(𝑉, 𝛿) = 𝑉𝑔 ∑𝑉𝑘 𝑌𝑔𝑘 sin(𝛿𝑔 − 𝛿𝑘 − ∅𝑔𝑘)                                                      (5) 
where ∅𝑔𝑘 is the phase angle of the line admittance between node i and node k, 𝛿𝑔 is the phase angle of 
the voltage at nodes i with respect to the reference node, 𝑉𝑔 is the magnitude of the voltage at node i, 
and 𝑌𝑔𝑘 is the magnitude of the line admittance between node i and node k. 
The capability diagram is derived while maintaining all the network voltages and line currents 
within the rated values. Inequalities which will account for the limits on magnitude and phase angle of 
nodal voltages are given by (6) and (7); 
𝑉𝑔𝑚𝑔𝑚 ≤ 𝑉𝑔 ≤ 𝑉𝑔𝑚𝑚𝑚                                                      (6) 
−𝜋 ≤ 𝛿𝑔 ≤ 𝜋                                                            (7) 
Distribution line capacity limit is given by; 
𝐼𝑔𝑘(𝑉, 𝛿) ≤ 𝐼𝑚𝑚𝑚                                                      (8) 
where 𝐼𝑔𝑘 is the magnitude of the current flow from node i to node k;   
 
𝐼𝑔𝑘(𝑉, 𝛿) =
�𝑉𝑖
2+𝑉𝑘
2−2𝑉𝑖𝑉𝑘 cos(𝛿𝑖−𝛿𝑘)
𝑍𝑖𝑘
                                                      (9) 
where 𝑍𝑔𝑘 is the magnitude of the line impedance between node i and node k. 
Power flow between the microgrid and the main grid is limited by the rating of the coupling 
transformer at the GSP. Thus, the transformer power limit is incorporated using (10); 
�𝑃𝑡𝑡2 + 𝑄𝑡𝑡2 ≤ 𝑆𝑡𝑡                                                     (10) 
where 𝑆𝑡𝑡 is the rated apparent power of the transformer. 
Furthermore, the maximum and minimum generator power capability limits are incorporated in to the 
optimisation model by; 
𝑄𝑔𝑔𝑚𝑔𝑚 ≤ 𝑄𝑔𝑔 ≤ 𝑄𝑔𝑔𝑚𝑚𝑚                                                      (11) 
𝑃𝑔𝑔𝑚𝑔𝑚 ≤ 𝑃𝑔𝑔 ≤ 𝑃𝑔𝑔𝑚𝑚𝑚                                                      (12) 
Reactive power through the GSP is increased iteratively using (3), and the optimisation model is 
solved at each step to obtain the maximum active power flow through the GSP. This procedure is 
carried out for both power import and export modes in order to develop the complete capability 
diagram while the objective function is subjected to typical AC power flow constraints expressed in 
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(2) - (12). Numerical solutions for the non-linear optimisation problem are obtained by using the 
interior-point algorithm (fmincon) [19] available in the optimisation solver within MATLAB. 
2.2. Microgrid model-1 
An example microgrid, model-1, comprising of a 5 MVA synchronous generator (SG) based 
hydro power plant and a 1.5 MVA DFIG based wind power plant is illustrated in Fig. 1. The 
microgrid is connected to the utility through a 10 MVA, 69 kV/13.8 kV transformer. Load 1 and Load 
2 are considered as an industrial customer (4.8 MW peak, 0.85 p.f. lagging) and a commercial 
customer (1.5 MW peak, 0.85 p.f. lagging) respectively. During this study, the tap position of the 
coupling transformer is assumed to be fixed. 
 
Figure 1: Single line diagram of the microgrid model-1 
 
2.3. A simplified capability diagram 
 
       (a) 
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       (b) 
                                                            
Figure 2: (a) Daily generation profiles of the SG and the DFIG, and (b) Daily load demand profiles for Load-1 
and Load-2 during a typical weekday in summer 
Daily generation and demand profiles on a typical weekday in summer, as illustrated in Fig. 2 
(a) and Fig.2 (b) [20] are considered for the derivation of microgrid capability diagram. Due to the 
intermittent nature of wind and time varying load demand patterns, the capability diagram of the 
microgrid also varies with time.  For the purpose of analysis, in this section, the capability diagram is 
derived for the period when the microgrid has minimum load (1.56 MW) and maximum generation 
(5.4 MW). Voltage at the GSP is maintained at 1∠0◦ pu and voltage regulation (VR) within the 
microgrid is taken as ±5 %. Loads are modelled as constant power loads such that 𝑃𝑙𝑔 and 𝑄𝑙𝑔 have 
fixed values independent of the voltage. These constraint parameters would generally need to be 
adjusted to suit the particular network requirements. Values for the line capacities, transformer ratings 
and generator ratings as expressed in (8) - (12) are also incorporated into the optimisation model. 
Reactive power through the GSP is increased iteratively using (3), and the optimisation model is 
executed at each step to obtain the maximum active power flow through the GSP. This procedure is 
carried out for both power import and export modes in order to develop the complete capability 
diagram. Fig. 3 illustrates the simplified capability diagram corresponding to the microgrid model-1, 
where positive values indicate power export from the microgrid and negative values represent power 
import into the microgrid. It can be observed that during the particular time period, the microgrid is 
capable of exporting a maximum of 3.8 MW of active power and 3.2 MVAr of reactive power. 
Furthermore, the microgrid demonstrates the capability of operating in all four modes of power 
import/export combinations. 
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Figure 3: Simplified capability diagram for the microgrid model-1 for the period with minimum load and 
maximum generation 
 
3. Detailed Capability Diagram and Case Studies 
The capability diagram methodology developed in Section 2.1 is further improved in this section 
by incorporating individual capability limits of the DGs and modelling voltage dependency of loads. 
Furthermore, case studies are carried out to analyse the impacts of DG outages, voltage regulation, 
and variations in local loading conditions on microgrid power exchange capability.  For this purpose, 
a more complex and realistic microgrid model is developed based on the modified IEEE 13-Bus 
system [21] comprising of two DFIGs (each 1.5 MVA) and a SG (5 MVA). The microgrid model-2 
illustrated in Fig. 4 is connected to the main grid through a 10 MVA, 115 kV/4.16 kV transformer. 
Generation profiles used in Section 2 are repeated in this study and details of the load models are 
presented in Table 2. In order to support the network voltage, a fixed capacitor bank rated at 0.5 
MVAr is connected to node-634.  Daily load profiles of an industrial load feeder, a commercial load 
feeder and a residential load feeder are illustrated in Fig. 2 (b) and Fig. 5 respectively. 
Figure 4: Simplified capability diagram for the microgrid model-2 
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Table 2: Details of loads in microgrid model-2 [22] 
Load-bus Load class 𝑃𝑙(𝑀𝑀) p.f α Β 
611 Residential 0.3 0.90 1.2 2.9 
634 Residential 0.6 0.90 1.2 2.9 
645 Commercial 0.5 0.85 0.99 3.5 
646 Industrial 0.5 0.85 0.18 6.0 
652 Industrial 0.2 0.85 0.18 6.0 
680 Commercial 0.5 0.85 0.99 3.5 
692 Industrial 0.8 0.85 0.18 6.0 
 
 
Figure 5: Daily load profiles for a residential feeder with and without PHEV during a typical weekday in 
summer 
 
3.1. Impact of individual DG capability limits 
 
Figure 6: Capability diagram of (a) a generator neglecting the machine limits (b) a DFIG, and (c) a SG 
This section presents the impact of neglecting the individual machine limitations on the 
microgrid capability diagram. As illustrated in Fig. 6 (b), the power capability of a DFIG is mainly 
determined by the rotor current limit, stator current limit and the wind turbine rating [11, 12]. 
Similarly, the power output capability of a SG based hydro power plant is limited by the stator current 
limit, rotor current limit, load angle and the hydro-turbine rating [22] as illustrated in Fig. 6 (c), while 
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disregarding those machine limitations would result in a simplified rectangular DG capability diagram  
as in Fig. 6 (a).  
In the optimisation model, (1) - (10) are kept unchanged as in Section 2.1. First, the 
optimisation model is solved with constant values as the maximum and minimum power limits in (11) 
and (12). For the next scenario, both (11) and (12) are changed accordingly by incorporating the 
machine limitations as illustrated in Fig. 6 (b) and Fig. 6 (c). Fig. 7 illustrates the two capability 
diagrams developed for the generation and load demand conditions at 1.00 p.m. (day peak) with 
constant power load models. 
As expected, it can be observed that ignoring the real machine capability limits would result 
in a higher capability compared to the actual microgrid capability. In the particular capability diagram 
in Fig. 7, when individual machine limitations are ignored, microgrid capability diagram indicates a 
maximum active power export of 3.6 MW, which is 52 % greater than what is actually available from 
the microgrid. Therefore, it is essential to incorporate accurate capability limits of individual DGs for 
optimisation model. 
 
Figure 7: Impact of simplistic and real DG capability limits on the capability diagram of microgrid model-2 
3.2. Impact of voltage dependency of loads 
Active and reactive power demands of loads vary with the load bus voltage. Hence, this section 
analyses the impact of voltage dependency of loads on microgrid capability diagram by modelling the 
loads in (2) and (3) as follows; 
𝑃𝑙𝑔 = 𝑃𝑙𝑔 �
𝑉𝑖
𝑉𝑜𝑖
�
𝛼
                  𝑄𝑙𝑔 = 𝑄𝑙𝑔 �
𝑉𝑖
𝑉𝑜𝑖
�
𝛽
                                       (13) 
where 𝑃𝑙𝑔, 𝑄𝑙𝑔 are active and reactive power at voltage 𝑉𝑙𝑔 respectively. In the optimisation model, 
equations remain the same as explained in Section 2.1 with generator limits incorporated as explained 
in Section 3.1. The corresponding factors for the loads in the microgrid model-2 are given in Table 2.  
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Capability diagrams for the microgrid model-2 are derived during the day peak (1.00 p.m.) and are 
illustrated in Fig. 8. It can be observed that the reactive power export capability of the microgrid has 
been affected by the voltage dependency of loads. Reactive power exponent of the load models 
considered in this scenario are relatively larger than the active power exponent, which affects the 
reactive power limits of the capability diagram compared to the active power limits. 
 
Figure 8: Impact of voltage dependent load modelling on the capability diagram of microgrid model-2 
3.3. Variations of capability diagram with different load demand conditions 
Impact of the time varying generation and load demand patterns on the power exchange 
capability of the microgrid is analysed in this scenario. In the optimisation model, equations remain 
the same as in Section 2.1 with generator limits incorporated as explained in Section 3.1, and loads 
modelled as in Section 3.2. Capability diagrams are derived at different times of the day such that the 
variation of generation and load demands are captured. Capability diagrams for the microgrid model-2 
at 3.00 a.m. (minimum load and maximum generation), at 1.00 p.m. (maximum load and maximum 
generation) and at 8.00 p.m. with different load and generation conditions are illustrated in Fig. 9.  
As expected, microgrid has a higher capability to export power to the upstream network when 
the difference between the local load demand and the local power generation is high. As an example, 
with same power generation in the microgrid model-2, capability diagram at 3.00 a.m. with minimum 
load has shifted more into the positive active power area (right hand side of the P-Q plane) compared 
to the capability diagram at 1.00 p.m. with maximum loading. Comparing the capability diagrams 
derived for the two microgrid models in Section 2 and Section 3, it is evident that the shape and size 
of the capability diagram varies with microgrid generation and loading conditions, as different 
constraints/limits will be reached in the optimisation model at each load flow level. 
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Figure 9: Variations of capability diagram with different loading conditions in microgrid model-2 
3.4. Impact of DG outage on capability diagram 
Fig. 10 illustrates the impacts of individual DG outages on the power exchange capability 
between the microgrid model-2 and the external grid under peak loading conditions (1.00 p.m.). 
Capability diagrams are obtained by disconnecting a single generator at a time, while maintaining the 
same local load demand. For this scenario, equations corresponding to generator limits and the 
generator transformer in the optimisation model are removed. It can be observed that irrespective of 
the location, outages of DG 1 and DG 2 (identical DGs) have much similar impact on the microgrid 
power export capability.  Furthermore, an outage of the largest DG (DG 3) will require the particular 
microgrid to import active power from the external grid. Thus, this type of a graphical tool will be 
useful for the microgrid controllers to establish an overall idea about the microgrid capability and to 
optimally operate the remaining DGs during a major generator outage. 
 
Figure 10: Impacts of individual DG outages on the capability diagram of microgrid model-2 
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3.5. Impact of voltage regulation on microgrid capability limits 
This section presents the impacts of different voltage regulation levels of the microgrid buses 
and the GSP on the capability limits. For different voltage regulations, limits in (6) are changed 
accordingly and the optimisation model is executed as described in Section 2.1. As expected, it can be 
observed from Fig. 11 that an increase in the range of acceptable voltage variation at the buses within 
the microgrid is favourable for power export from the microgrid (capability diagrams (b) and (c)). 
Furthermore, for same local loading conditions, power import and export capability of the microgrid 
can be increased by allowing the voltage at the GSP to be varied within an acceptable limit, rather 
than fixing at a certain voltage level (capability diagrams (a) and (b)). In energy market operation, the 
MCC or the DNSP can refer the microgrid capability diagram and increase the microgrid capability 
by issuing suitable control commands to the bus voltage regulators.  
 
Figure 11: Impacts of voltage regulation on the capability diagram of microgrid model-2 with (a) 𝑉𝐺𝐺𝐺 = 1 pu 
and microgrid ±5% , (b) 𝑉𝐺𝐺𝐺 = ±2%  and microgrid 𝑉𝑉 ± 5%, (c) 𝑉𝐺𝐺𝐺 = 1  and microgrid 𝑉𝑉 ± 2% 
4. Impacts of PHEVs, Capacitor Banks and Other Storage Devices on the Capability Diagram 
PHEVs are becoming popular due to their low emission and efficient mode of transportation 
compared to fossil fuel based vehicles [23]. They are connected to the distribution network with other 
loads for charging and discharging purposes.  In the first part of this section, the impact of charging 
and discharging of PHEVs on microgrid capability diagram is analysed. For this study, it is assumed 
that the residential feeders at node-634 and node-611 have load profiles as illustrated in Fig. 5 which 
include the aggregated effect of PHEV charging, where charging occurs mainly during the off-peak 
hours due to dual tariff [23]. Capability diagrams are obtained as described in Section 2.1. Fig. 12 
compares the capability diagrams at 3.00 a.m. with and without PHEV charging at the residential 
feeders. During the charging process, PHEV could consume power from the local resources available 
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within the microgrid or import power from the external grid.  Charging of PHEV will reduce the 
power export capability of the microgrid. 
 
Figure 12: Capability diagrams of the microgrid model-2 at 3.00 a.m. with and without PHEV charging at 
residential loads 
Apart from residential charging, EV charging stations can be constructed in commercial and 
industrial feeders [24]. In the next scenario, it is assumed that PHEV charging stations are located in 
two commercial feeders (node-645 and node-680) and two industrial feeders (node-652 and node-
692) with a morning peak of 0.1 MW at each station occurring at 9.00 a.m., when PHEV owners 
charge their vehicles after coming to work or to the city. Fig. 13 presents the capability diagrams with 
fleets of PHEV charging at different stations. It can be observed that regardless of the location of the 
charging stations, the aggregated effect of small scale fleets of charging PHEVs can be represented in 
the microgrid power import and export capability diagram. 
 
Figure 13: Capability diagrams for the microgrid model-2 at 9.00 a.m. with PHEV charging stations 
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In the next scenario, Vehicle-to-Grid (V2G) concept is considered where fleets of PHEVs 
discharge in order to supply active power back to the grid for peak shaving [25]. Fleets of PHEVs are 
assumed to supply 0.1 MW of power for nearly one hour from stations located at node-645 and node-
680 during the day-peak hour. It can be observed from Fig. 14 that V2G can be used to cater the local 
demand which increases the microgrid power export capability. Storage devices within the microgrid 
can be utilised to reduce the power import from the external grid. In general, storage devices are 
utilised to mitigate power mismatch, to smooth out variability in renewable energy generations, to 
reduce network losses, and to obtain financial benefits in the energy market.  When deriving the 
power import/export capability diagram for a grid-tied microgrid, storage devices can be modelled as 
loads or generators depending on the operation. Energy stored in an individual PHEV is negligible 
relative to that of the grid. However, fleets of vehicles with considerable number of PHEVs can be 
aggregated in order to be considered as a feasible storage option.  The aggregator who is controlling 
the power exchange between the PHEVs and the grid will receive requests for different ancillary 
services from the microgrid operator and will issue commands to fleets of PHEVs to operate in the 
V2G mode [26]. 
Typically, capacitor banks are used to support the local voltage by injecting reactive power. 
In the energy market paradigm, capacitor banks can contribute to export reactive power from the 
microgrid to the external grid. However, such operation requires careful analysis of financial and 
technical aspects prior to being incorporated in to the microgrid capability diagram. 
 
Figure 14: Capability diagrams for the microgrid model-2 during day-peak with V2G application 
5. Discussion 
Due to time varying load and generation patterns, capability diagram of a microgrid will vary 
with time and it is not practical for the MCC to derive capability diagrams for an entire day. However, 
MCC can derive the capability diagrams for pre-defined time periods or by using the forecasted 
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generation and demand patterns at critical operation times of the microgrid (i.e.  day-peak, night-peak, 
minimum load, and maximum generation). Furthermore, the capability diagram can be derived online 
provided proper communication media exists between the generators, load centres and the MCC. 
These capability diagrams can be utilised by the MCC or the DNSP for bidding in the energy 
market in the future. The proposed methodology and the mathematical model have the flexibility to 
incorporate any optimisation algorithm and any constraint related to the microgrid for developing 
capability diagrams. DNSPs and MCCs have the opportunity to run optimisation algorithms to 
optimise different objective functions subjected to different financial and technical constraints. Those 
optimum operating points are located within the microgrid capability diagram. Through a capability 
diagram, the maximum possible power can be harnessed from a grid-tied microgrid. Furthermore, in a 
multi-microgrid environment where microgrids trade between themselves, capability diagrams of 
individual microgrids can be used as a tool in deciding the maximum amount of power exchange. 
 
6. Conclusions 
This paper presented a new systematic approach for developing capability diagrams for grid-
tied microgrids. An optimisation model was developed under various network constraints and the 
solutions were plotted on a complex power plane to derive the capability limits for two different 
microgrid models. Impacts of individual DG capability limits, load modelling, voltage regulation, DG 
outages, and PHEV operation on the microgrid capability limits were analysed.  Furthermore, 
practical aspects of the implementation of microgrid capability diagram were discussed. Depending 
on the requirement of the DNSP or the MCC, capability diagram of a grid-tied microgrid can be 
utilised as a graphical tool to gain a better understanding of the microgrid capability, to allow 
optimum use of DERs and to provide ancillary services support to the external network. 
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